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Bright Horizons

FAMILY SOLUTIONS®

May 23, 2016
Matt Vallevand,

Enclosed is the [ead testing water results for the Bright Horizons at One Campus Martius
location. Please feel free to reach out to me if you need any additional information.

Sincerely,

o

Jacqui Arndt

Center Director
Bright Horizons at One Campus Martius

Jacqueline.arndt@brighthorizons.com

313-329-6370 ext. 201
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Brighton
Analytical
L.L.C,

2105 Pless Drive - Brighton, Michigan 48114 » Phone (810) 229-7575 * Fax (810) 229-6650 - E-mail bai-brighton @sbcglobal .net

May 19, 2016

H-O-H Water Technology
1013 Rig Street
Walled Lake, MI 48390

Subject: Bedrock

Dear Mr. Zielinski ;

Thank you for making Brighton Analytical, L.L.C. your laboratory of choice.
Attached are the results for the samples submitted on 05/16/2016 for the above
mentioned project. NELAP/TNI Accredited Analysis and MDEQ Drinking Water
Certified Analysis will be identifted in their respective reporting formats. Hard
copies can be supplied at your request for a fee of $20.00 per copy.

The invoice for this project will be emailed separately. If you have any questions
concerning the data or invoice, please don't hesitate to contact our office. We
welcome your comments and suggestions to improve our quality systems. Please
reference Brighton Analytical, L.L.C. Project ID 39085 when calling or emailing.
We thank you for this opportunity to partner with you on this project and hope to
work with you again in the future,

Sincerely,
Brighton Analytical, L.L.C.

Wimen's Buslness Enteprise,
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Brighton Analytical LLC

] 2105 Pless Drive
BTIg h tO?:I Brighton, Michigan 481 14
A?’l&llytl C Cll Phone: {810)229-7575 (810)229-8650
LLC e-mail:bai-brighton@sbcglobal.net
QESIoA =00 MDNRE Certified #9404
NELAC Accredited #176507
Submit Date/Time: 5/16/2016 15:30 1013 Rig Street
Report Date; 5/19/2016 Walled Lake, MI 48390
BA Project# 39085 Project Name: Bedrock
Project Number:
BA Sample 1D  CD03014 Sample ID: Infant Room 6
Analyte Name Result Units RL MCL Method Reference Analysis Time Analysis Date
Drinking Water Metal Analysis
Total Copper {Drinking Water) 110 ug/L 20 1300 EPA 200.8 rev5.4 20:00 05/1872016
Total Lead (Drinking Water) Not detected  ug/L 1 15 EPA 200.8 rev5.4 20:00 05/18/2016

RL=Reported detection limit for analytical method requested. Some compounds require special
analytical methods to achieve MDNR designated target detection limits (TDL).

MCL = Maximum contaminant Levels. V4

Analysis not specifically identified as drinking water are for non-regulatory compliance purposes, /’
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Brighton Analytical LL.C

] 2105 Pless Drive
B?"lg h tO?:l Brighton, Michigan 48114
Analy tical  Phone: (810)229-7575 (810)225-8650
LLC e-mail:bai-brighton@sbcglobal.net
DFSI0AN0C MDNRE Certified #9404
NELAC Accredited #176507
Sample Date/Time: 5/16/2016 06:00 H-O-H Water Technology
Submit Date/Time: 5/16/2016 15:30 1013 Rig Street
ReportRNe: SLoauls Walled Lake, M1 48390
BA Project# 39085 Project Name: Bedrock
Project Number:
BA Sample ID  CDO03015 Semple [D: Art Room
Analyte Name Result Units RL MCL Method Reference Analysis Time Analysis Date
Drinking Water Metal Analysis
Total Copper (Drinking Water) 250 ug/l 20 1300 EPA 200.8 rev5.4 20:05 05/18/2016
Total Lead (Drinking Water) Notdetected  ug/L 1 156 EPA 200.8 rev5.4 20:05 05/18/2015

RL=Reported detection limit for analytical method requested. Some compounds require special
analytical methods to achieve MDNR designated target detection limits (TDL).

MCL = Maximum contaminant Levels.
Analysis not specifically identified as drinking water are for non-regulatory compliance purposes.
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Brighton Analytical LLC

ot 2105 Pless Drive
B ! lg ]’ltOT:l Brighton, Michigan 48114
Aﬂﬂ lytzca l Phone: (810)229-7575 (810)229-8650
LLC e-mail:bai-brighton@sbcglobal.net
Qe EIo\ =50 MDNRE Certified #9404
NELAC Accredited #176507
Sample Date/Time: 5/16/2016 06:00 H-O-H Water Technology
Submit Date/Time: 5/16/2016 15:30 1013 Rig Street
Report Date: 57192016 Walled Lake, M1 48390
BA Project# 39085 Project Neme: Bedrock
Praject Number:
1D
BA Sample CD03016 Sample ID: Drinking
Analyte Name Result Units RL MCL Method Reference Analysis Time Analysis Date
Drinking Water Metal Analysis
Total Copper {(Drinking Watcr) 460 ug/L 20 1300 EPA 200.8 revi 4 20:50 05/18/2016
Total Lead {Drinking Watcr) Not detected  ug/L. 1 18 EPA 200.8 rev5 4 20:50 05/18/2016

RL=Reported detection limit for enalytical method requested. Some compounds require special
analytical methods to achieve MDNR designated target detection limits (TDL).

MCL = Maximum contaminant Levels. -
Analysis not specifically identified as drinking water are for non-regulatory compliance purposes. /
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Brighton Analytical LLC

5. 2105 Pless Drive
Brighton Brighton, Michigan 48114

Amnal I fical  Phone: (810)229-7575 (810)229-8650

L L C e-mail:bai-brighton@sbceglobal.net
Of =0 MDNRE Certiffed #9404
NELAC Accredited #176507
Samp!e Datefl'. ime: 5/16/2016 06:00 H-O-H Water Technology
Submit Date/Time: 5/16/2016 15:30
’ 1013 Rig Street
Report Date: 5/19/2016 Walled Lake, M1 48390
BA Project# 39085 Project Name: Bedrock
Project Number:
BA SampleID - CD03017 Sample ID: Pre-School Room #2
Analyte Name Result Units RL MCL Method Referance Analysis Time Analysls Date
Drinking Water Metal Analysis
Total Copper (Drinking Water) 100 ug/L 20 1300 EPA 200.8 rev5.4 20:55 05/18/2016
‘Total Lead (Drinking Water) Not detected ug/L | 15 EPA 200.8 revi 4 20:55 05/18/2016

RL=Reported detection limit for analytical method requested. Some compounds require special
analytical methods to achieve MDNR designated target detection limits (TDL).

MCL = Maximum contaminant Levels. ' 5
Analysis not specifically identified as drinking water ere for non-regulatory compliance purposes. gi
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Brighton Analytical LLC

Briohtor 2105 Pless Drive
g 1 1 Brighton, Michigan 48114
Analy tical  phone: (810)229-7575 (810)229-8650
L L C e-mail:bai-brighton@sbcglobal.net
it R MDNRE Certified #9404
NELAC Accredited #176507

Sample Date/T: ime: 5/16/2016 06:00 H-O-H Water Technology

Submit Date/Time: 5/16/2016 15:30 1013 Rig Street

Report Date: 5/] 9’2016 Wa]led Lake, M[ 48390
BA Project# 39085 Project Name: Bedrock

Project Number:
BA Sample D CD03018 Sample ID: Toddler Room 7
Analyte Name Result Units RL MCL Method Reference Analysis Time Analysis Date

Drinking Water Metal Analysis
‘Total Copper (Drinking Water) 180 ug/L 20 1300 EPA 200.8 rev5.4 20:59 05/18/2016
Total Lead (Drinking Water) Not detected  ug/L 1 15 EPA 200.8 revi 4 20:59 05/18/2016

RL=Reported detection limit for analytical method requested. Some compounds require special
enalytical methods to achieve MDNR designated target detection limits (TDL).

MCL = Maximum contaminant Levels, /
Analysis not specifically identified as drinking water are for non-regulatory compliance purposes. -
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Brighton Analytical LLC

' 2105 Pless Drive
B?"Zg htOT:l Brighton, Michigan 48114
Analytzcal Phone: (810)229-7575 (810)229-8650

LLC e-mail:bai-brighton@sbcglobal.net

MDNRE Certified #9404
NELAC Accredited #176507
Sample Date/Time: 5/16/2016 06:00 H-0-H Water Technology
Submit Date/Time: 5/16/2016 15:30 1013 Rig Street
chort Date: 5/19/2016 Walled LB.kC, M1 48390
BA Project# 390858 Project Name: Bedrock
Project Number:
D
BA Sample D CD03019 Sample ID: Infant Room 5
Analyte Name Result Units RL MCL Method Reference Analysis Time Analysis Date
Drinking Water Metal Analysis
Total Copper {Drinking Water) 80 ug/l. 20 1300 EPA 200.8 rev5.4 21:04 05/18/2016
Total Lead (Drinking Water) Not detected ug/l. { 15 EPA 200.8 rev5.4 21:04 05/18/2016

=Reported detection limit for analytical method requested. Some compounds require special
analytical methods to achieve MDNR designated target detection limits (TDL).

MCL = Maximum contaminant Levels.
Analysis not specifically identified as drinking water are for non-regulatory compliance purposes.
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Brighton
Analytical
(PRI

BRIGHTON ANALYTICAL, LLC

QUALITY ASSURANCE/QUALITY
CONTROL



ICP-MS
EPA METHOD 200.8/6020

REPRESENTATIVE BATCH PRECISION AND ACCURACY QUALITY CONTROL SUMMARY

Analysis Date: 5/18/2016 Standard ID: 0504168 H20 Batch: 5/17/2016 W3
Matrix Spike Lab 1D; CD02890 Matrix: Total Analyst: LT
[Ietrix Spike - Precision * [Matrix Spike - Accuracy** [Mmiscellaneous™

bt Matrix | Matrix Sok Conc | _ MS MsD | Sample | o0 | LCS- | Ind.Su.

Spike | Sptke Dup | RPD (%) F:u 1) Recovery | Recovery | Conc Blk {ug/L) Method {SPEX 183

{ug/L} (ugit) . (%) (%) (ugiL) . STD (%} (%)
Copper 1316 1327 0.8 1000 0962 97.3 354 <1 99.8 98.0
Lead 966 874 0.8 1000 96.6 97.3 1 <1 57.4 842

* Matrix spike precision range +/- 20% RPD
** Matrix spike accuracy range +/- 30% recovery
**+ | CS accuracy range +/- 15% recovery / Ind std accuracy range +/- 10% recovery

Comments:




ICP-MS
EPA METHOD 200.8/6020

REPRESENTATIVE BATCH PRECISION AND ACCURACY QUALITY CONTROL SUMMARY

Analysis Date: 5/18/2018 Standard ID: 050416 H20 Batch; 5/17/2016 W4
Matrix-Spike Lab ID: CD02043 Matrix: Total Analyst: LT
| Matrix Spike - Precision * Matrix Spike - Accuracy** Miscellaneous™*

[Vetals Matrix Matrix Spk Conc MS MSD Sample Method LCS- Ind. Std.

Spike | Spike Dup| RPD (%) FEU o) Recovery | Recovery Conc Blk (ugiL) Method |SPEX 183

(ugft) {ug/L) (%) (%) (ugiL) | sTD (%) (%)
Copper 097 1059 6.0 1000 08.8 103.0 29 <1 100.3 98.0
Arsenic 951 1012 6.2 1000 85.1 101.2 "] <1 95.9 94.0
|Lead 948 853 0.5 1000 248 85.3 0 <1 96.1 942

* Malrix spike precision range +/- 20% RPD
** Matrix spike accuracy range +/- 30% recovery
*** { CS accuracy range +/- 15% recovery / Ind std accuracy range +/- 10% recovery

Commaents:







